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DISTRICT OF COLUMBIA WATER AND SEWER AUTHORITY

Distribution Water Quality Parameters

October - December 2013 Monitoring Period

3900 DONALDSON PLACE, NW | WASHINGTON, DC 20016

pH Temp C Total Chlorine mg/L | Free Chlorine mg/L | Number of Samples
Average| Min Max [Average| Min Max |Average| Min Max |Average| Min Max Per Quarter

January-13] 7.65 7.45 7.91 10.9 5.9 21.1 3.43 2.16 4.00 0.03 ND 0.31
February-13] 7.67 7.42 7.97 10.0 6.4 23.5 3.37 2.20 4.20 0.04 ND 0.27

March-13] 7.61 7.42 7.82 11.3 7.3 215 2.92 0.30 3.90 0.35 ND 2.88 733
April-13] 7.60 7.42 7.94 15.1 9.7 24.7 2.62 0.91 3.80 1.94 ND 3.22
May-13] 7.65 7.40 8.57 19.5 16.3 25.0 3.08 0.20 3.90 0.06 ND 1.25

June-13| 7.64 7.44 8.31 24.2 20.5 274 3.06 0.25 3.90 0.06 ND 0.78 736
July-13] 7.59 7.40 8.01 27.1 22.2 29.8 2.88 ND 3.90 0.10 ND 2.11
August-13] 7.58 7.34 7.97 26.4 22.8 30.8 2.69 ND 3.92 0.06 ND 0.49

September-13] 7.59 7.35 7.88 25.3 22.1 28.3 2.72 ND 4.00 0.04 ND 0.41 751
October-13] 7.63 7.38 7.98 21.7 16.7 26.1 2.83 ND 4.10 0.05 ND 0.26
November-13| 7.65 7.40 7.96 16.0 9.9 21.9 3.07 ND 4.00 0.04 ND 0.19

December-13] 7.65 7.24 7.92 11.9 7.1 20.0 3.36 0.18 4.10 0.05 ND 0.46 732

[Running Ave. | 7.63 18.3 3.00 0.24

Note: The Washington Aqueduct converted to free chlorine beginning March 18, 2013 and continued until April 29, 2013. During this
time free chlorine was the disinfectant entering the distribution system (levels of free chlorine and chloramines vary during the first
week as ammonia changes).
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